Pat hCar e Reference Laboratory
Pat hCar e Park
Neel s Bot hma Street

** Pat hol ogi sts **
Drs Dietrich, Voigt & Ma

Tel +27 21 596 3400
PracNum 5200539 FI NAL REPORT Page: 1
Doct or
GAMTOOS | RRI GATI ON BOARD
ATT: LEON GRUNDLI NG
PO BOX 237
6335 PATENSI E
Pat i ent
PATENSI E WATER
ATT: LEON GRUNDLI NG
PATENSI E
Age : Sex : DOB : 32: U MedAi d Num NOT AVAI LABLE
| D Nunber 21: 728189500 Tel No (H) NOT AVAI LABLE
O her Numnber V105024 Tel No (C) V105024
Speci men : 0209: BSO0072R Lab Ref
Col l ection Date : 2021-02-09 10: 40 728189500
Recei ved Date 2021-02-09 12: 23 File No. NOT SUPPLI EDY
Report Date 2021-02-24 11:16
Tests Requested :
~Pat hCare, 98 WATER | RRI GATI ON
Primary |1 CD10 Code(s) Z76.9
————— Bl OCHEM STRY ———--
Test Resul t Fl ag Ref erence
> POTASSI UM 2.0 ng/ L
Class O G ass | Class Il :
(I deal) (Accept abl e) (Max. Al | owabl e) :
<25 25 - 50 >50 - 100 X
> PH VALUE 7.4 5.0-9.7 pH units
> CHLORI DE 57 0-300 ng/L
> CONDUCTIVITY nS/m @25 C 26.10 0-170 nS/ m
> | RON 90 ug/ L
Gui del i nes:
Aest hetic 0-300 ug/L
Chronic health 0-2000 ug/L
> SCDI UM 30 0-200 ng/L
> MAGNESI UM 5.2 ng/ L
Class O G ass | Class Il
(I deal) (Accept abl e) (Max. Al | owabl e)
<30 30 - 70 >70 - 100
> CALCI UM (H20 5.9 ng/ L
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PATENSI E WATER 728189500 2021-02-09 10: 40

Test Resul t Fl ag Reference
Cass O d ass | G ass I
(I deal) (Accept abl e) (Max. Al | owabl e)
<80 80 - 150 >150 - 300
> Bl CARBONATES ( H20) 28 ng/ L
> CARBONATES ( H20) 0 my/ L
> SULPHATES 10 ng/ L
Gui del i nes:
Aest hetic 0-250 ny/L
Acute health 0-500 ny/L
> MANGANESE 60 ug/ L
Gui del i nes:
Aest hetic 0-100 ug/L
Chronic health 0-400 ug/L
> LANCELI ER SATURATI ON | NDEX -2.0
A Saturation index value of 0 is perfectly bal anced
(non-corrosive and non-scaling).
A Negative saturation index value will tend to be corrosive.
A Positive saturation index value will tend to scale
form ng.
> Na ABSORPTI ON RATE WATER 2.10
> COMVENT: .
Sanpli ng done by client.
Test results are specific only to the sanple tested.
Sanpl es fromthe same or sinilar source nmay deliver a
different result.
Water testing was performed by Pathcare’s wholly owned
subsidiary, Bemab Pty Ltd
Accreditation nunber T0654
For a list of accredited anal ytes, please contact Bem ab at
021 8531490 or emuil|l adm n@enl ab. co. za
> BORON (WATER ANALYSI S) < 80 0-2400 ug/L
> COMMVENT:

Gui del i nes as per SANS 241-1:2011 Drinking water.
DWAF gui del i nes avai |l abl e on
http://ww. dwaf . gov. za/ i wgs/ wgq_gui de/ i ndex. asp

Aut hori sed on 2021-02-24 11: 00: 00
For consultation, contact a Pathol ogi st — 0422934125
H=Hi gh, L=Low, *H=Critically High, *L=Critically Low
In rare cases, analytical interference may cause erroneous results.
Pl ease inform pathol ogist if results and clinical picture do not concur
~ File [ ] Phone Patient [ ] Appointnent [ ] Prescription[ ] DrawFile [ ]
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