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Jeffreys Bay Laboratory

Shop 2, Surfside Centre
37 Da Gama Road.

Tel: 042 293 4125

Report to:

Referred by: GAMTOOS IRRIGATION BOARD

GAMTOOS IRRIGATION BOARD
ATT: LEON GRUNDLING

PO BOX 237

6335 PATENSIE

Requisition No:

Specimen No:

Collection Date:
Received Date:
Reported Date:

Clinical Data:

728198956
22:IF0000544R \
2022-01-18 10:00
2022-01-18 11:31
2022-01-21 18:02

Patient: (File No: IRRIGATION) Guarantor:

U K. KANAAL WATER
Patient ID No:  N/A
Age:Sex:DoB: U
Contact No: N/A

Contact No:

K. KANAAL | RRI GATI ON
SAMPLE/ S RECEI VED | N GOOD CONDI Tl ON

RECEI VED | N PORT ELI ZABETH TESTI NG LAB: 18/01/2022 16: 30
TEMPERATURE ON RECEI PT: 19.1 degrees celcius
PERFORMED AT 40A Park Drive

PE on: 18/01/2022
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* a SANAS Accredited Testing Laboratory

No. T0498. *
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The foll owi ng CUSTOVER | NFORVATI ON was suppl i ed:
- Cient contact info
- Collection date
- Collection tine
- Sanpl e description /
- Test/s requested

identification

Tests requested: WATER ANALYSIS

Source: WATER

Infection Control

Pr ocedur e: Resul t
WATER ANALYSIS
TOTAL COLI FORM CNT/ 100m : >2 420
E. COLI/ 100mi . 36
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Report to: GAMTOOS IRRIGATION BOARD Requisition No: 728198956 Patient: U K. KANAAL WATER

Result Interpretation
0 = Not Detected / 100ni

OPERATI ONAL WATER QUALI TY ALERT VALUES:

If the below stated microbiological limts are exceeded,
an unacceptable health risk is inplied:

Total Coliform Bacterial Count/100m: = < 10

E.coli or Faecal Coliform Bacterial Count/100m : Not

Det ect ed

NORMATI VE REFERENCE: SANS 241
METHOD USED: SANS 5221 (Colilert)

Sanpl i ng done by client.

Results in this report apply to the sanple as received.
Sanpl es fromthe sane/sinilar source may deliver a
different result.

Sanpl e information provided may affect validity of :
results. If there is any reason to doubt the information :
captured, we suggest re-testing of sanple.

Pl ease note: The test report shall not be reproduced,
exceptin full, without witten approval of the

| aboratory.

Aut hori sed on 2022-01-21 17:43:00
For consultation, contact a Pathol ogist - +27 41 391 5733
~File [ ] Phone Patient [ ]| Appointnent [ ] Prescription[ ] Draw File [ ]
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